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INSTALL OPTIONAL REMOTE SENSOR TO TERMINALS S1 AND S2

PPMT7

WHEN REQUIRED. SEE PROGRAMMABLE ZONE SENSOR/REMOTE

PANEL W ITH NSB LITERATURE FOR OPTIONAL CONFIGURATION.
TERMINALS 7. 8. 9. AND 10 ARE FOR OPTIONAL INDICATORS.

AUXILIARY RELAY ENERGIZED DURING OCCUPIED PERIODS.

TO DISABLE COMPRESSORS, REMOVE JUMPERS BETWEEN
AND LTB-4 AND
CONNECT FIELD SUPPLIED CONTROL DEVICE.

LTB-1 AND LTB-2 AND BETWEEN

LTB-3

TO SHUT DOWN THE UNIT FOR EMERGENCY STOP, REMOVE
JUMPER BETWEEN LTB-5 AND LTB-6 AND INSTALL FIELD

SUPPLIED DEVICE.

LEAD/LAG OPERATION NOT AVAILABLE WITH VARIABLE

SPEED C(OMPRESSORS.

37PPF7

( .
{ LINE 63

@ SEE APPLICABLE HEATING SECTION DIAGRAM FOR BALANCE OF CIRCUIT

WHEN OPTIONAL ELECTRIC HEAT IS REQUIRED. HEAT CONTACTORS AND
ASSOCIATED W IRING USED W ITH THE FOLLOW ING ELECTRIC HEAT OPTIONS:

ALL
36. 5. AND 72 KW

54 AND 72 KW

72 KW

USED W IRE 602A(R) FOR TR200 AND USE W IRE 602B(R) FOR TR150.
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