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REF DES DESCRIPTION LINE NO

3KF31 LLID (QUAD) - HEAT CONTROLS 713
3KF40 LLID (DUAL ANALOG) - MOD SIGNAL 707
3S14 SWITCH - SUPPLY PRESSURE 700
3S15 SWITCH - TEMPERATURE 702
N/A 120V:24V TRANSFORMER 661
N/A AIR SWITCH 676
N/A COMBUSTION BLOWER MOTOR 711
N/A FLAME ROD 714
N/A FUSE 665
N/A GAS VALVE #1 705
N/A GAS VALVE #2 705
N/A HIGH GAS PRESSURE SWITCH 711
N/A IGNITION TRANSFORMER 698
N/A LOW GAS PRESSURE SWITCH 711
N/A MODBUS CONTROLLER 661
N/A ON/OFF SWITCH 693
N/A SIEMENS CONTROLLER 663
N/A SPARK ROD 702
N/A TERMINAL BLOCK 663, 666, 669, 671, 673, 675, 676
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GAS PRESSURE SWITCHES

WIRING SHOWN FOR 20-75T UNITS. SEE INSET A FOR 90-130T UNITS.

NOTES:

SEE INSET B FOR ALTERNATE TRANSFORMER WIRING
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WIRE COLOR ABBREVIATION CODES
CODE COLOR COLORCODE

BK BLACK PINKPK
BL BLUE REDR
BR BROWN TURQUOISETQ
G GREEN PURPLEV,(PR)

GY GREY WHITEW
O ORANGE YELLOWY

LOCATION CODE
LOC# ZONE

1 CONTROL PANEL
2 CONDENSER ZONE
3 HEAT/EXT CASING
4 SUPPLY FAN ZONE
5 EVAP/FILTERS
6 RETURN AIR ZONE
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