
LEGEND
REF DES DESCRIPTION LINE NO

DAT SENSOR - DISCHARGE AIR 129
FOS SWITCH - FROSTAT 129
LPC1 SWITCH - LOW PRESSURE 1 156
OAS SENSOR - OUTDOOR AIR 133
UC MODULE - UNIT CONTROLLER 143

CONDUCTOR NAME CONDUCTOR BASE COLOR CONDUCTOR TRACER COLOR
1 BLACK
2 RED
3 BLUE
4 ORANGE
5 YELLOW
6 BROWN
7 RED BLACK
8 BLUE BLACK
9 ORANGE BLACK
10 YELLOW BLACK
11 BROWN BLACK
12 BLACK RED
13 BLUE RED
14 ORANGE RED
15 YELLOW RED
16 BROWN RED
17 BLACK BLUE
18 RED BLUE
19 ORANGE BLUE
20 YELLOW BLUE
21 BROWN BLUE
22 BLACK ORANGE
23 RED ORANGE
24 BLUE ORANGE
25 YELLOW ORANGE
26 BROWN ORANGE
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TO SHUT DOWN UNIT FOR EMERGENCY STOP, CONNECT FIELD SUPPLIED CONTROL

DEVICE ACROSS PINS 1 & 2. UNIT  STOPS WHEN SWITCH CLOSES.

ALL FIELD WIRING REPRESENTED BY DASHED LINES SHALL BE CLASS 2

SOME ZONE SENSOR MODELS HAVE TERMINALS 10 AND 11 FOR

24VAC CONNECTION AND/OR TERMINALS S1 AND S2 FOR

OPTIONAL REMOTE SENSOR. REFER TO SPECIFIC ZONE SENSOR

INSTALLATION LITERATURE FOR WIRING INSTRUCTIONS

NOTES: (SEE SHEET 1 FOR STANDARD NOTES 1-3, WIRE COLOR & SYMBOL LEGEND TABLES.)
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