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ELC. HEAT ELEMENT FUSE

20A

CLASS G—480V
SC TYPE

NOMINAL AIRFLOW: 075

VOLTAGE; 208/60/1

HTG CL: EH HIGH CAPACITY

ELC. HEAT ELEMENT FUSE

25A

CLASS G—480V
SC TYPE

NOMINAL AIRFLOW: 100

VOLTAGE; 208/60/1

HTG CL: EH HIGH CAPACITY

ELC. HEAT ELEMENT FUSE

S0A

CLASS G—480V
SC TYPE

NOMINAL AIRFLOW: 125

VOLTAGE; 208/60/1

HTG CL: EH HIGH CAPACITY

ELC. HEAT ELEMENT FUSE

S5A

CLASS G—480V
SC TYPE

NOMINAL AIRFLOW: 150

VOLTAGE; 208/60/1

HTG CL: EH HIGH CAPACITY

DANOS EN EL EQUIPO.

LPS TERMINALES DE LA UNIDAD NO ESTAN
ARA ACEPTAR OTROS TIPOS DE CONDUCTORES.

NO SEGUIR LAS INSTRUCCIONES ANTERIORES PUEDE
PROVOCAR

DISENADAS

couw RESJLT IN DEATH OR
SERIOUS INJURY.

NE_PAS RESPECTER CES MESURES DE
PRI ION PEUT ENTRAINER DES
BLESSURES GRAVES POUVANT ETRE
MORTELLES.

INDICAIXJ PODRIA
SERIAS LESIONES PERSOI

EALIZAR LO ANTERIORMENTE
OCASIONAR LA MUERTE
INALES.

DEVICE PREFIX LOCATION CODE LEGEND
L2 AREA LOCATION DEVICE DESCRIPTION LINE NO.
| T ICH CONTROL PANEL 7CB1 | BREAKER; CIRCUIT 67
| 2 LH END POCKET 7PB1 BLOCK; POWER 67
I > TAIR SECTION 7F8  |FUSE: BLOWER MOTOR 81
I 2 RH END POCKET 7K1 CONTACTOR; EHT SAFETY 84,90
| 5 TOP ACCESS PANEL 7K2 CONTACTOR; EHT ELEMENT 87,89,90
I o TFIELD INSTALLED 7F1—6 |FUSE; EI-.|T ELEMENT 87—93
| 7 RH CONTROL BOX E—HT 3HR1—6 | ELEMENT; EHT 87—-95
| 7K3  |CONTACTOR: EHT ELEMENT 91,93,95
| 7F7 FUSE; BLOWER MOTOR 97
|
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ELC. HEAT ELEMENT FUSE ELC. HEAT ELEMENT FUSE -
20A 40A —
CLASS G—480V CLASS G—480V g; Eaggi
SC TYPE SC TYPE \Ila ® ;i !;
R&
NOMINAL AIRFLOW: 075 NOMINAL AIRFLOW: 150 © %’ iigi
VOLTAGE; 230/60/1 VOLTAGE; 230/60/1 NOTES: © aag
~
HTG CL: EH HIGH CAPACITY HTG CL: EH HIGH CAPACITY 1. ALL FIELD WIRING MUST BE IN ACCORDANCE WITH g iii
THE NATIONAL ELECTRIC CODE (NEC), STATE AND
LOCAL REQUIREMENTS. 2
ELC. HEAT ELEMENT FUSE z
2. DASHED LINES INDICATE RECOMMENDED FIELD z
BLOWER MOTOR FUSE WIRING BY OTHERS. SOLID LINES INDICATE H
30A WIRING BY THE TRANE COMPANY. 4
CLASS G—480V 15A 3. WIRES ARE BLACK UNLESS NOTED OTHERWISE.
sSC TYPE CLASS FNQ—R 4. WIRES NOT TERMINATED ARE PART OF THE WIRE S wn
600V HARNESS THAT CONNECTS TO A DEVICE NOT REQUIRED g c
NOMINAL AIRFLOW: 100 FOR THIS PARTICULAR UNIT BUILD. 8 %%
VOLTAGE; 230,/60/1 5. FIELD POWER SUPPLY CONDUCTORS MUST HAVE i p sm
6 CL ER FIGH CAPACITY MINIMUM 90C INSULATION. M2z
NOTICE 6] WIRING SHOWN IS FOR GIRCUIT BREAKERS. SEE INSET g9t >
USE COPPER CONDUCTORS ONLY! A FOR UNITS WITHOUT A CIRCUIT BREAKER. ] 5' :'
ELC. HEAT ELEMENT FUSE UNIT TERMINALS ARE NOT DESIGNED TO ACCEPT 3589 o
35A BT e ABOVE oop Resut /A WARNING /4 AVERTISSEMENT .ADVERTENCIA > T 'o §
AVIS HAZARDOUS VOLTAGE! TENSION DANGEREUSE! VOLTAJE PELIGROSO! o >| 3
CLASS G_480V " DISDONNECT ALL ELECTRIC P! COUPER TOUTES LES TENSIONS ET DESCONECTE TODA LA ENERGIA ELECTRICA, ES > 3 Nz
N'UTILISER QUE 'DES CONDUCTEURS EN CUIVRE! D %Nm I(’)Isc%':)qu'TAsﬂ i IgUﬁE SLEEZHO%JBRE DISTANCE, g&w&%ﬁo%glcﬁNEan S RGBEI‘%{EEY E‘ 3 a O w E
SC TYPE Fab RS SATE A e Eoes. B o T s e . e 5 3|28
FAIRE DEFAUT A LA PROCEDURE OI—DUS PEUT S ES
NOMINAL AIRFLOW: 125 ENTRAINER DES DOMMAGES A Li€QUI STORED VOLTAGE. "UNTS W1 DECKARGRS DA 12 GiS DUNTES " DESCARGADO EL YOLTALE AMACEVDO. G <L
- A V/so VARIAH.E SPEED DRIVE. REFER ‘COMPORTANT DES El IEMENTS PARA LAS UNIDADES CON TRANSMISION m -
VOLTAGE; 230/60/1 TO %wg |NsrRuc110Ns FOR I\:‘rﬁwmo“s I;.EE.LSEE REPORTE:T A%U " R{Eﬂ\ﬁ.oclmn VARIABLE. oousuu'E LAS o >
HTG CL: EH HIGH CAPACITY TUTILICE NICAMENTE CONDUCTORES DE COBRE! DECHARGER LES CONDENSATEURS. DEL DONDENSADDR. g
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