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NOTES;

1. WATER TEMP. SENSORS MAY BE CONNECTED TO 4—WIRE COMMUNICATON
LINK CABLE WB2 FOR RIGHT HAND END OR WB3 FOR LEFT HAND END
DEPENDING ON WATER BOX PASS ARRANGEMENT.

USE COPPER CONDUCTORS ONLY!
UNIT TERMINALS ARE NOT DESIGNED
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4S2 PRESSURE SWITCH IS USED
ON 1000 HP DRIVES ONLY.
JUMPER BETWEEN TERMINALS
2&3 ON 2X1 IS TO BE REMOVED.
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TO ACCEPT OTHER TYPES OF
CONDUCTORS.

FAILURE TO DO SO MAY CAUSE
DAMAGE TO THE EQUIPMENT.




