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DEVICE PREFIX LOCATION CODE
AREA LOCATION
1 |INSIDE UNIT CONTROL BOX
2 |CONDENSER SECTION
3 |[AIR HANDLER SECTION
3
5

HEATING SECTION
EXTERNAL FIELD MOUNTED DEVICE

ABBREVIATIONS
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DEVICE LINE
DESIGNAT 10N DESCRIPTION NUMBER
UTT__|KEYPAD - SUPPLY V.F.D. 16
30720 [MODULE - MOTOR OVERLOAD 16

u121 MODULE - MOTOR OVERLOAD 16.20
F&0 FUSE - SUPPLY V.F.D. POWER 1
Fu1 FUSE - SUPPLY V.F.D. POWER 2
F&2 FUSE - SUPPLY V.F.D. POWER 3

NOTES

1. UNLESS UTHERW\SE NOTED, ALL SWITCHES ARE SHOWN
(77° F), AT ATMOSPHERIC PRESSURE. AT 50%
RELATWE HUMIDITY. WITH ALL UTILITIES TURNED OFF,
AND AFTER A NORMAL SHUTDOWN HAS OCCURRED.

2. ALL FIELD WIRING MUST BE IN ACCORDANCE W ITH THE
NATIONAL ELECTRIC CODE (NEC). STATE AND LOCAL
REQUIREMENTS.

@ THIS PANEL LAYOUT IS APPLICABLE TO X13612018.

68K - (L 304 2138 (> INSET A LAYOUT IS APPLICABLE TO X13612020.
' -6 13%-6 130-7 © -7 .
) Ku2 (9)}_ GAS/ELECTRIC HEAT [6> 108, 11 & ASSOCIATED WIRING CONNECTIONS ARE
(L LT3A 33 °‘|:|'° 43 2 o TeEoek UsenCon | LOCATED IN THE MAIN UNIT CONTROL BOX. SCHEMATIC
¥ ] 35 malRGE (;{ [ ey EAROnLT W IRING SHOWN HERE FOR REFERENCE ONLY.
. . ; 94 3740 : WIRING, SHOWN IS FOR ALL BELT DRIVE NOTORS (20-691)
- 4 o AND DIRECT DRIVE MOTORS ON 20T-59T UN
J3-8 | N%-8 60T-89T UNITS WITH DIRECT DRIVE MDTURS SEE \NSET
CONNECTIONS.
ON 60T-89T UNITS WITH DIRECT DRIVE MOTORS, REMOVE
T (BL3U72 T M (BLW77 JUMPER BETWEEN PINS 3 AND & ON TB13 ON THE VFD
alA S¢ & ol D PANEL. AND CONNECT WIRES 632A AND 634A  AS SHOWN.
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D0 PIOT ENERGIZE UNFT 1| A SUPPLIED W ITH THE APPLIANCE A g | 30 10 6 1 : MC L | 9608 :
UNTIL CHECK-0UT AND A R — 55 CoM i <& ¢
START-UP PROCEDURE HAS REPLACED W ITH wmwﬁ RATED 662 | J308-2 I — \ = -— \‘/\ L — |
BEEN COMPLETED. 5 J— JR— —_ J— _
FOR 105°C OR ITS EQUIVALENT. — SUB-D CONNECTOR SUB-D CONNECTOR
ADAPTER HARNESS ADAPTER HARNESS
4386-7369-0100 4386-7369-0200
Ve, INSET A <&
SUPPLY VFD ASSEMBLY Vo
T0
CAUTION SUPPLY FAN MOTOR (389)/
A OVERLOADS (3U120 &3U121) T0 CBL3UT2-6 813
USE COPPER CONDUCTORS ONLY! — SUPPLY FAN FUSES
2 8 & (F57-1F59) MALE “
2 2 E "
UNIT TERMINALS ARE NOT DESIGNED TO PN
ACCEPT OTHER TYPES OF CONDUCTORS. @ $8 g8 g 5 8 FEMALE ~
et Rats RoR R DN RUN_INPUT I~
FAILURE TO DO SO MAY CAUSE DAMAGE TO | | | | 1 | © A SUB-D COMNECTOR
THE EQUIPMENT. - & &4 0 IN 0-26 VDC INPUT e |QOOOO REMOTE_KEYPAD
a
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LES BORNES DE L'UNITE NE SONT PAS 11 1 1 DN MOLDED_ PLUG Z =2
CONGUES POUR RECEVOIR D'AUTRES TYPES E o~ oo « = < < A PRESET SPEED FOR REMOTE KEYPAD
DE CONDUC TEURS. == A S 24 VOC SUPPLY
5 2900 |55 ma g 188
L'UTILISATION DE TOUT AUTRE CONDUCTEUR 2
PEUT ENDOMMAGER L'EQUIPEMENT. = AT |®) | e-20 ma
PRECAUC'ON = A ouT @ 4-20 mA
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iUTILICE UNICAMENTE CONDUCTORES DE =
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LAS TERMINALES DE LA UNIDAD NO ESTAN AN | OH S e — 308 BOA:"\ ]
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HAZARDOUS VOLTAGE! 8 N ool oo
DISCONNECT ALL ELECTRIC POWER = ~ L3A 66
INCLUDING REMOTE DISCONNECTS AND = == (CONTACT
FOLLOW LOCK OUT AND TAG PROCEDURES ERX | SHowN IN @ BA— 7|7
BEFORE SERVICING. INSURE THAT ALL w24 3 VIR R
855 9A— 8 | 8
MOTOR CAPACITORS HAVE D ISCHARGED L R4E [posiTion T @
STORED VOLTAGE. UNITS WITH VARIABLE =7 919
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DECHARGES. DANS LE CAS D'UNITES .o N2 3? B8OF
COMPORTANT DES ENTRA INEMENTS A RN
VITESSE VARAIBLE. SE REPORTER AUX SaeT e
INSTRUCTIONS DE L'ENTRA INEMENT POUR #
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DESCONECTE TODA LA ENERG i A ELECTRICA. 3168 316C . ©s b s
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