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REF DESCRIPTION LINE NOTES
£et COMPRESSOR CONT 1 10 [1> 7O INSTALL THE OPTIONAL ECONOMIZER, REMOVE PLUG PPM-CONFIG FROM PPF-ECA AND CONNECT PLUG
ez COMPRESSOR CONT 2 112 PPM-ECA TO PPF-ECA. ALSO. CONNECT MAS TO W IRES 180A AND 1B1A.
ECA ECONOMIZER ACTUATOR 17
£ FAN RELAY 0h @ CONNECTIONS SHOWN ARE FOR DUAL-STAGE GAS HEAT OPERATION. WHEN SINGLE-STAGE GAS HEAT OPERATION
IS REQUIRED, REMOVE W IRE 174A FROM IGN. ALSO, REMOVE PLUG PPM-2ST FROM PPF-2ST. ALSQ, REMOVE
FD FLAME DETECT 98 W IRE 123A FROM GV.
FOS FROSTAT 10
E> FOR MOTORIZED OUTSIDE AIR DAMPER, OPTIONAL MAS AND OTS (AND ASSOCIATED W IRING) ARE NOT USED.
R FLAME ROLLOUT SWITCH il ALSO. Rk IS REMOVED FROM ECA.
% GAS VALVE 99 8
P HIGH-PRESS CUTOUT 1 0 [£> CONNECTIONS SHOWN INCLUDE OPTIONAL FOS. IF FOS IS NOT INSTALLED. CONNECT W IRES 101SS AND W27 3
HPC2 | HIGH-PRESS CUTOUT 2 m TO WIRE 132A. g
IGN IGNITION MODULE 95 @ CONNECTIONS SHOWN INCLUDE BOTH OPTIONAL SMOKE DETECTORS. IF NEITHER SMOKE DETECTOR IS -
B IGNITOR 99 INSTALLED, CONNECT WIRE W67 TO TNSI-24V. 2
LPC1 | LOW-PRESS CUTOUT 1 10 [6> CONNECTIONS SHOWN INCLUDE BOTH OPTIONAL SMOKE DETECTORS. IF SASD IS THE ONLY SMOKE DETECTOR
LPC2 LOW -PRESS CUTOUT 2 112 INSTALLED, CONNECT PLUG PPF-NRA TO PPM-NRA. IF RASD IS THE ONLY SMOKE DETECTOR INSTALLED,
MAS MIXED AIR SENSOR 1Mk CONNECT PLUG PPF-NSA TO PPM-NSA. @g%
0TS 0D AIR TEMP SWITCH 123 D?;
PHM PHASE MONITOR 91 Bl
PS PRESSURE SW ITCH 96
R1 RESISTOR 750 OHM (RED) 118 -
R2 RESISTOR 130 OHM (GRN) 120 ﬁ
R4 RESISTOR 620 OHM (WHT) 122 =
RASD RTN AIR SMOKE DETECT 87 %
SASD | SUPPLY AIR SMOKE DETECT 81 -
TCO1 TEMP LIMIT SWITCH 1 95 j%
TC02 TEMP LIMIT SWITCH 2 106 >
TOL1 THERMO DISCHARGE LINE 1 110 ;
T0L2 THERMO DISCHARGE LINE 2 12 2
TNS1 LOW -VOLT TRANSFORMER 79 g
n
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