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NOTES
137-
- [ 1> TO INSTALL THE OPTIONAL ECONOMIZER. REMOVE PLUG PPM-CONFIG FROM PPF-ECA AND CONNECT PLUG PPM-ECA TO PPF-ECA. ALSO, CONNECT MAS TO WIRES 180A
- AND 181A.
139= 12> CONNECTIONS SHOWN ARE FOR DUAL-STAGE GAS HEAT OPERATION. WHEN SINGLE-STAGE GAS HEAT OPERATION IS REQUIRED, REMOVE W IRE 174A FROM IGN. ALSO,
o REMOVE PLUG PPM-2ST FROM PPF-2ST. ALSO, REMOVE W IRE 123A FROM GV,
41~ |3 > FOR MOTORIZED OUTSIDE AIR DAMPER, OPTIONAL MAS AND OTS (AND ASSOCIATED W IRING) ARE NOT USED. ALSO. R& IS REMOVED FROM ECA. —
42~ |4 > CONNECTIONS SHOWN INCLUDE OPTIONAL FOS. IF FOS IS NOT INSTALLED, CONNECT WIRES 101SS AND W27 TO W IRE 132A. 8 |82 %
%3- |5 > CONNECTIONS SHOWN INCLUDE OPTIONAL SMOKE DETECTORS AND CONDENSATE OVERFLOW. IF ONLY SMOKE DETECTORS (RASD. SASD. OR PLSD) ARE INSTALLED, p R
CONNECT 511A TO W67. IF ONLY CONDENSATE OVERFLOW IS INSTALLED, CONNECT 6716A TO TNS1-24VAC. IF NEITHER OPTION IS INSTALLED, CONNECT W67 TO 2
1l TNS1-24VAC . " o Bo2
3 < 23E
%5~ [6 > CONNECTIONS SHOWN INCLUDE OPTIONAL SMOKE DETECTORS. THE FOLLOW ING COMBINATIONS ARE ALLOWED: RASD ONLY, SASD ONLY, RASD & SASD, AND PLSD = g
e ONLY. IF RASD OR PLSD IS NOT INSTALLED, CONNECT W IRE 5154 TO W IRE 5158. IF SASD IS NOT INSTALLED, CONNECT W IRE 5094 TO W IRE 5098,
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